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 CONTRACT # AG2869/11, ITEM # 29 TO 33
 AUSGRID KL GENERIC GA FOR 1000 KVA

LV BOARD DRAWING LIST
ITEM 

# LV BOARD # DESCRIPTION  WIRING DIAGRAM

29 EZEA105-GA FUSE PANEL TYPE 'KL' 8/4/8 + DMA EZEA105-WD

30 EZEA107-GA FUSE PANEL TYPE 'KL' 4/4/4/4/4 + DMA EZEA107-WD

31 EZEA106INS-GA FUSE PANEL TYPE 'KL'  (16 + INS/I/S/S/4) + DMA EZEA106INS-WA

32 EZEA109INS-GA FUSE PANEL TYPE 'KL'  (16 + INS/I/S/4/4) + DMA EZEA109INS-WD

33 EZEA108-GA FUSE PANEL TYPE 'KL' 4/4/4/8 + DMA EZEA108-WD
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