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Communications conduit
O/D 50mm

Mechanical Guard
Guard to extend min 100mm

below ground level

Ausgrid Protection Communications pit to be
located max 40m from base of pole
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Optical Fibre cable loop.
Loop to be min 50m of cable90° sweep

1200mm radius

Ground Level

J8 Concrete communications pit.
Type C locked cover.

Bell mouths to be placed on the
ends of each conduit entering pit.
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