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ENCLOSURE DETAILS FRONT VIEW
REFER NOTE 4.
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ENCLOSURE COVER LABEL MOUNTING DETAILS

TITLE DWG No. Sheet No.
RMICB SUBSTATIONS WITH E TYPE LV BOARD DC SUPPLY CABLE LOOPING AND SCADA SCHEMATIC 227350 4

RMICB SUBSTATIONS WITH E TYPE LV BOARD AND OPTICAL ARC FLASH DETECTION CABLING DIAGRAM 227355 1

DISTRIBUTION SUBSTATION SUPPLY CABLING AND SCADA SCHEMATIC WITH H2 LV BOARDS WITH OAFD 227360 2

CITY DISTRIBUTION SUB WITH E TYPE LV BOARD AND OAFD DLAC PANEL SCHEMATIC, GENERAL DC SUPPLIES INTER-PANEL WIRING,
FIBRE COMMS AND CABLING DIAGRAM 227380 4

CITY DISTRIBUTION SUBSTATIONS WITH E TYPE LV BOARD AND OPTICAL ARC FLASH DETECTION CABLING DIAGRAM 227386 1

SUBSTATION DIN RAIL MOUNTED TERMINALS 'UTILUX' TYPE H3820 & H3869 GENERAL ARRANGEMENT & STOCK CODE No. 118547 1

REFERENCE DRAWINGS

NOTES:
1. SHOWN ARE THE 'B' BATTERY CONNECTION BOXES THAT MAY BE REQUIRED AT DISTRIBUTION

SUBSTATIONS THAT HAVE OPTICAL ARC FLASH DETECTION INSTALLED. REFER TO THE SUBSTATION DESIGN
INFORMATION PACKAGE & RELEVANT NETWORK STANDARDS.

2. ALL DIMENSIONS ARE IN MILLIMETRES.

3. LABELS ARE TO BE MADE AS SHOWN ON DRAWING 178241 & ARE TO BE MOUNTED ON THE FRONT CENTRE
OF IT'S ASSOCIATED ENCLOSURES COVER.

4. CONNECTING CABLES ARE TO BE RUN IN FLEXIBLE CONDUIT. A SUITABLE CABLE ENTRY HOLE IS TO BE
DRILLED ON SITE INTO THE BASE OF THE ENCLOSURE TO SUIT THE DIRECTION OF CABLE ENTRY.

DETAILS FOR 'B' BATTERY TEST POINT (BTP) REFER DWG'S 227350Sh4 & 227360Sh2

DETAILS FOR 'B' BATTERY TERMINATION BOX (BTB) REFER DWG'S 227350Sh4 & 227360Sh2

DETAILS FOR 'B' BATTERY TERMINATION BOX (BTB) REFER DWG 227380Sh4

2 3 4 5 6 7 8 9 10 11

H

G

F

E

D

C

B

A

121110987654321

A

B

C

D

E

F

G

H

1
NUMBER

DATE
TRIM REF

APPROVED

PROJECT

SCALE
DESIGNED
DRAWN
CHECKED

DRAWING No AMDSHEET SIZE

DO
 N

OT
 M

AN
UA

LL
Y 

AM
EN

D

A 
M 

E 
N 

D 
M 

E 
N 

T 
S 

CA
D 

DR
AW

IN
G

C&P -

C_
P

20
18
04

16A1ISSUED FOR

DISTRIBUTION SUBSTATION
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